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Test laboratory TÜV SÜD Industrie Service GmbH 
Center of Competence for  
Refrigeration and Air Conditioning  
Air Conditioning and Ventilation 
 

Test object 
 
 
 

" Aircare AF +” mechanical controlled supply air  
ventilation system from the company  
Thesan SpA, Via Torino 25 
10050 Chiussa di San Michele (To) Italy 
 

Customer 
 
 
 

Thesan SpA, Via Torino 25 
10050 Chiussa di San Michele (To) Italy 
 

Scope of  
assignment 
 

Tests according to DIN EN 13141-11:2015-07 
 

Date of receipt  
of test object 
 

2015-04-15 
 

Test period 
 

2015-04-17 - 2016-06-09 

Test location 
 

Munich 
Olching 
 

Expert Heiko Mirring 
  

Test specification 
 
 

DIN EN 13141-11:2015-07 
DIN EN ISO 5801:2012-11 


